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A B S T R A C T   
Local protection elements such as fuses and relays are the first protective mechanism to clear the fault and isolate 
the affected part of the power grid. Although the selectivity, speed, and sensitivity of these primary protection 
devices are relatively high, they cannot be considered flawless. There is a small percentage of events for which 
relays experience blinding effects. For these scenarios, a redundant arrangement can be made through backup 
protection. This paper proposes a centralized remote backup protection method based on two techniques, the 
delta algorithm and the least-squares technique. The proposed method successfully detects the faulted trans-
mission line, fault type, and the distance to the fault. Besides, it makes use of phasor measurement unit data and 
it is non-iterative. The grid is split in a user-determined number of subareas based on the phasor mesurement unit 
locations, in order to accurately determine the fault location. Firstly, the faulty area is located and thereafter an 
in-depth search is carried out on the faulted area to determine the faulted line. Finally, the fault distance is 
determined based on the distributed parameter model of the transmission line. The method is demonstrated and 
validated in an RTDS-Matlab co-simulation platform. Extensive simulation studies are carried out on the IEEE 39- 
bus system to validate the proposed method.   
1. Introduction 
Backup protection plays an important role in preventing and miti-
gating failure effects of equipment and primary protection schemes. 
Backup protection operates because it is intentionally set to meet spe-
cific performance requirements or because multiple contingencies have 
occurred in the system leading the event to the backup protection zone. 
Back up protection may be operated locally, remotely, or both. 
To realize the remotely operated backup protection, the use of 
phasor measurement unit (PMU) data has been the focus of academia 
and industry for several years. In power system protection, the PMU data 
were first used for fault detection and location. In [1] and [2], PMU data 
were implemented for system-wide fault diagnosis and location. The 
PMU data without post-processing for online estimation were used in 
[3], whilst the use of a Markov-based probabilistic approach and PMU 
data for fault location was proposed in [4]. 
Recently, the PMU data-driven methods were presented for wide 
area backup protection (WABP) [5], with an execution time which is 
typically longer than that of the primary protection. These methods are 
generally based on current data provided by the current transformer’s 
outputs, which can adversely affect the accuracy of the result. Therefore, 
the use of a bus admittance matrix and measured voltages was proposed 
in [6]. Furthermore, PMU-based algorithms can deal with signals with 
higher-order harmonic contents, which are needed for fault detection, 
location and discrimination, as reported in [7]. 
WABP algorithms based on PMU data are characterized as highly 
accurate for fault location, thus improving the performance of protec-
tion schemes [8]. For some schemes, the accuracy depends on the 
number and the location of PMUs deployed in the system [9]. As net-
works are normally not fully observable, a fault-location algorithm 
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based on fewer PMU measurements in large scale transmission networks 
has been proposed in [10-13]. It is also known that PMU data can be 
erroneous or lost on their way to the control room. Therefore, some 
techniques that deal with data corruption issues are proposed in 
[14-18]. Ahead of the growing use of synchrophasor and storage data, 
smart techniques are being offered for the early detection of single/-
multiple faults and clustering [18, 19]. In addition, some methods can 
handle synchronized and unsynchronized data giving flexibility in the 
sampling data collection [20]. 
This paper addresses the topic of WABP by early fault detection and 
identification. The method is based on two techniques, namely the delta 
algorithm and the least-squares estimator. The techniques are modified 
to work with a limited number of synchronized voltage and current data. 
The method is partitioned in three steps giving the possibility to use data 
from other intelligent electrical devices (IED) with different protocols 
and time stamp. The proposed method successfully locates the faulted 
line by identifying the fault type and calculates the fault distance within 
the local backup protection time limits. The main contributions of the 
paper are:  
• Fault detection and phase selection methods, which make use of 
voltage phasor data. The principle of the method is the delta-current 
time value.  
• A least-squares technique is used for fault location. In this paper, the 
method makes use of the positive sequence voltage and current 
phasors only. This significantly reduces the computational burden 
compared to the technique reported in [17].  
• A power swing detection, which makes use of current phasor data. 
The method is based on the incremental current over time.  
• The entire scheme is implemented in an RTDS environment and can 
be used as a benchmark for real-time simulation of future networks. 
The methodology is presented in Section 2, where the implementa-
tion is clearly explained. This method has demonstrated advantages 
such as low computational burden, low memory requirements and high 
sensitivity with respect to signal changes. These characteristics facilitate 
its implementation in a real-time environment. Section 3 deals with 
implementing the method in real-time environment by using software in 
the loop (SiL) that virtually represents a control room. The applicability 
of the proposed method is tested on IEEE-39 bus system for approxi-
mately 756 fault cases. 
2. Proposed methodology 
The proposed method is divided in three main computation stages. 
These stages are related to the amount of power system elements under 
analysis, as shown in Fig. 1. The stages comprise the full network, the 
faulty area, and the faulted line. The first stage uses the PMU data taken 
from the full network. Here, a modified Delta Current Method (DM) 
[21], is applied to determine the faulted subarea by means of voltage 
data. The predefined subareas depend on the PMU location. The second 
stage focuses on the faulty area analysis. The faulted subarea should be 
fully observable by the intelligent electrical devices (IED) or PMU 
equipment. Measured current and voltage phasors are used in the set of 
linear equations, which define the standard linear model. Thus, the 
least-squares estimation method is applied to obtain the unbiased un-
known variables and its corresponding residuals. By using the resulting 
least-squares residuals, the faulted line is identified. The third stage 
determines the line fault distance by using the distributed-parameter 
line model. The three stages are fully described in the next sections. 
Although the PMU location, or area partition, can be done randomly 
without no physical restrictions, it is recommended to partition the grid 
in nodes where more than two lines are connected. 
2.1. First stage: full network 
At this stage, the faulted area is detected. A modified DM is used as an 
event and a fault detection module. This step is performed for any 
boundary bus in the system equipped with a PMU. Usually, the DM takes 
actual current data. In this work, the actual phasor voltage is compared 













(n)A,B,Ccorrespond to the actual and previous 
values respectively, whilst Δt is the time step of the numerical solution. 
The previous voltage value represents the system in a steady condition. 
In this work, the previous value is the voltage phasor measured before 
the fault occurrence. 
The disturbance is detected once the resulting is ΔV > 0.1 /Δt (5% 
error plus a safety margin of 5%). 
Fig. 1. Flowchart methodology break in steps.  
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According to Fig. 1, the phase selection module is activated after the 








However, the technique is modified to work with the phasor voltage 
amplitude signals. 
The involved number of phases in a fault is determined by (2). 
Furthermore, grounding faults are also detected by using the zero- 
sequence delta voltage phasors. By knowing FTYPE, the zero-sequence, 
and by Table I, the faulty line is easily identified. 
Once the faulty phase is detected, the directionality module takes 
place. In this work, the directionality module is computed according to 
[24] where the negative and zero sequence currents are used with a 
positive voltage polarization. The positive, negative and zero sequences 
are computed from the PMU data, and the signals have the same 
timestamp. 
By the fault directionality module in at all the PMUs locations, the 
method can quickly determine the faulted area. An illustrative example 
is presented in Fig. 2. In the grid, 4 PMUs are used to split the system into 
three areas. Based on the fault direction and the truth table, the faulty 
subarea is easily located. The truth-table is a simple decision matrix, 
which is particular for any system and PMUs position. For instance, 
referring to Fig. 2, and current directions, truth-table is shown in 
Table II. The advantage of using a modified delta method and a modified 
fault selection module are the simplicity, fast detection and low 
computational burden. 
As shown in Fig. 1, a power swing blocking module runs in parallel in 
this stage. The power swing (PS) detection is based on the continuous 
monitoring of the delta current [25]. For this purpose, the method is 
modified in order to make use of phasor quantities instead of time sig-
nals. The delta current (ΔIPS) is calculated every cycle (0.016 s in 60 Hz 





⃒, (3)  
where IAct and I2cp are the actual and two-cycle early current phasors 
respectively. A PS is detected when the ΔIPS value increases by 5%, or 
more of the steady-state current phasor during three continuous cycles. 
The detection triggers the PS blocking and blocks the second stage of the 
method preventing a false trip (which occurs when the fault detection, 
phase selection, and directionality modules fulfill the criteria to produce 
a second stage trip command). The methodology presented in Fig. 3(a) 
shows the current signal depending on the time and Fig. 3(b) shows the 
corresponding phasor amplitude. The PS starts at 0.048 s, and it is 
detected at 0.08 s. 
The continuous delta current detection method promptly detects a 
PS. We have to point out that PS detection is not the focus of this paper, 
and this algorithm is a supplement to the developed platform in order to 
avoid false tripping when power swing oscillations take place. 
2.2. Second stage: faulted area 
The second computation stage deals with the faulted area to find the 
faulted line, as depicted in Fig. 1. This method is based on the super-
imposed values reported in [17, 18]; pre-fault and post-fault voltage and 
currents are collected from the system. Associated set of linear equations 
defines the wide area fault locator framework. The least-square tech-
nique solves the set of equations composed of the bus impedance 
matrices and the superimposed currents in all lines 
. In this stage, only the positive sequence values are used. The pre- 
fault and post-fault nodal equations are expressed in (4) using the 
mesh current analysis. 
Vpre = ZpreIpre; Vpost = ZpostIpost, (4)  
where I and V are the bus injected currents and the bus voltage phasors 
Table I 
Faulty phase selection.  
Fault ΔV0  FTYPE ΔV(A,B,C)
AG 1 1 ΔVA > (ΔVB |ΔVC)
BG 1 1 ΔVB > (ΔVA|ΔVC)
CG 1 1 ΔVC > (ΔVA|ΔVB)
ABG 1 2 ΔVC < (ΔVA|ΔVB)
BCG 1 2 ΔVA < (ΔVB |ΔVC)
CAG 1 2 ΔVB < (ΔVA|ΔVC)
AB 0 2 ΔVC < (ΔVA|ΔVB)
BC 0 2 ΔVA < (ΔVB |ΔVC)
CA 0 2 ΔVB < (ΔVA|ΔVC)
ABCG 1 3 −
ABC 0 3 −
Fig. 2. Area partitioned by the use of PMUs localized at most representa-
tive buses. 
Table II 
Faulted area truth table.  
AREA PMU 
I II III IV 
A F F   
B R  R F 
C  R F R  
Fig. 3. Stable power swing (a) current signal and, (b) current phasor amplitude 
in both in pu. 
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from the system area in a vector matrix. The impedance matrix Zpre and 
Zpost are the same, except for the rows and columns where the supposed 
faulted line i–j is located. The process is done for each of the lines in the 
subarea. The injected currents and voltage vectors of the faulted line i–j 
are replaced by two current sources as it can be seen in Fig. 4(a). 






























































, (5)  
where Np is the number of total measured buses inside the area and Nb 
the area boundary terminals whit PMU. The superimposed measured 
phasor voltage for the kth bus is ΔVk = Vpostk − V
pre
k and the measured 
current phasor for the kth line is ΔIk = Ipostk − I
pre
k . 
The measured data collected by PMUs may be corrupted due to some 
reasons, such as erroneous measurements, communication issues and 
external noise. Those effects are taken into account in the proposed 
method as errors between measured data and actual values. For every 
voltage on bus k, an error variable is added in (5a) (ev(k)). Besides, the 
possible current measurement errors are integrated into the method as 
variables that should be accounted for (5b). 
ΔVmeask = ΔVk + ev(k), (6a)  
ΔImeask = ΔIk + eI(k), (6b) 
The superimposed current of the sending end of line k can also be 
expressed in terms of the superimposed voltage when the distributed 
parameter line model equation is used. The superimposed voltages from 




C(i,j)k,q ΔIq − C
(i,j)
k,i ΔIi,j − C
(i,j)
k,j ΔIj,i + ej(k), (7)  
where, Jk denotes the healthy line k sending-end current connected to 
















, (8)  
where lu,w, Zcu,w and γu,w refer to the line length, characteristic 
impedance and propagation constant, respectively. Thus, by using (5), 
the sending end currents are arranged in a set of two matrices, one with 































































. (9)  
Where Nh is the number of healthy line terminals. The current phasors 
can be measured from a PMU or an intelligent device (IED) and used 
without any signal processing as long as the measurements have the 
same sampling and time synchronization. 
Eqs. (6a), 6b), and ((9) are merged in a single matrix. This results in 
an overdetermined system. 













⎦ , (10)  
where M and H denote the measurement vector and the coefficient 
matrix. The unknown superimposed current sources at the faulted line 
terminals are represented by X. 
By applying the least-squares method, the sets of unknowns are ob-
tained from: 
X̂ = (H∗H)− 1H∗M. (11) 
Knowing that the voltage and current phasors are not sufficient to 
locate the faulted line. Therefore, the residuals are used as a faulted line 
locator. 
r = M − HX̂. (12) 
The sum of the vector (r) is noticeably small for the faulted line set of 
equations. In this stage, the method does not need a threshold as the 
fault is detected in the previous stage. 
2.3. Third stage: faulted line 
For complete fault identification, the fault distance is computed in 
this stage. The fault location formula (13) is used at each of the super-
























, (13)  
where κi,j = γi,jli,j and the voltage at the faulted line terminals ΔVj and 
ΔVj are derived from (8) 
3. Methodology real-time implementation 
The proposed methodology is tested on an RTDS- Matlab® co- 
simulation platform. The first stage and the electrical power system 
are developed in the Real-Time Simulation Software Package 
(RSCAD®). The PMU blocks are P-class library models which are 
developed according to IEEE C37.118 requirements. This stage is 
designed in a way to be implemented in local devices with a few 
modifications. 
As it is supposed to be performed in a control room, the second part 
of the methodology is done by an external user work station. A GTNET 
card is used to interface the simulations, equipped with the transmission 
control protocol (TCP). The communication is bidirectional and asyn-
chronous capable of sending up to 300 data points per package if 
Fig. 4. Elements substitutions, a) transmission line and b) PMU between 
two areas. 
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necessary. Fig. 5 shows the SiL scheme. It is seen that the RSCAD and 
Matlab PCs are connected to the real-time simulator RTDS by the local 
area network (LAN) switch, however with different channel and pro-
tocols. The TCP socket used in the second stage is connected to an 
external PC or two if necessary. 
4. Study case 
The proposed methodology is tested in IEEE-39 bus system. Fig. 6 
represents the single line diagram where the PMU’s locations are high-
lighted. Here, no sophisticated PMU placement method is required to 
split the network into different areas. However, it is recommended to 
allocate PMUs in the node where three or more lines are connected in 
order to separate the system. In this case, six PMUs are used to partition 
the system in 5 areas, demarcated by dashed lines in Fig. 6. The areas 
contain a similar number of elements, although the number of elements 
in each area should be settled following the user necessities. 
Three RTDS racks with 5 PB5 run the system and the methodology in 
the first stage. In Fig. 6 the green line indicates which part of the system 
is allocated on racks 1 and 2. The third rack is used for assigning control 
elements. The simulation time-step is 50 µs. The PMUs reports at 240 
frames/s with a latency of 200 µs. The RSCAD internally synchronizes 
the six PMUs data. The unique truth matrix used for this study case is 
shown in Table III. The first row has the PMU directional module, and 
forward and reverse faults are specified by F and R respectively. 
4.1. Fault AB at 65% of line 4–14 
Up to 756 different faults are simulated to test the accuracy of the 
method. However, only one case is presented and analyzed in detail. A 
line-to-line bolted AB fault at 65% of line 4–14 is analyzed in detail in 
this section. Firstly, the area of fault detection is found. In this case, the 
detection is realized at 0.0042 s as it can be seen in Fig. 7. 
Although the delta algorithm is one of the fastest [21], the PMU 
reporting data of 240 frames per second adjusts the detection to 0.0042 
s. The detection may seem slow compared to primary protection times, 
however, the presented methodology is intended to operate as backup 
protection. 
According to transmission system operators, the backup protection 
system guidelines should operate from 400 ms to 600 ms. Fig. 7 shows 
the phasor voltages per phase at bus 4 and the corresponding memory 
voltage in solid and dashed lines, respectively. The fault is detected by 
almost all the PMUs with an accuracy inversely proportional to the fault 
distance. 
In this case, the faulty phase is uncovered at 0.02 s after the fault 
inception. All the surrounding fault area PMUs successfully determine 
the AB fault. Only phase AB is plotted in Fig. 8 the complete set of faulty 
phases are not included, however, the rest of the indicators remain 
inactive. The directionality is determined according to the resulting 
angles from positive and negative current sequence and positive voltage 
polarization. The direction characteristic angles should remain below 
π/2 rad and reverse angles from 1.83 to π rad during forwarding fault 
cases. 
Fig. 9 shows that the angles from lines 3–18, 4–14, and 6–11 are in 
the forward zone while 17–27, 16–24, 16–21, and 16–19 in the reverse 
zone complying with the truth table column 4 of Table III. The square 
residuals are shown in Fig. 10(a) because this stage starts just after the 
faulty area detection. The square residuals before are equal to zero, and 
the counting time begins when the first stage is accomplished. During a 
fault condition, all the square residuals which correspond to the Fig. 5. Software in the loop (SiL) scheme using an RTDS, Transmission Control 
Protocol socket, LAN switch and externals PC. 
Fig. 6. IEEE 39 bus system whit a PMUs and the area partitioned.  
Table III 
Truth table for 39 bus system.  
PMU AREA  
1 2 3 4 5 
17–27 F   R  
25–26 F F   R 
16–24  F  R  
16–21   F R  
16–19    R  
3–18    F R 
4–14    F R 
6–11    F R  
Fig. 7. Faulty phase detection during am AB fault at 65% of line 4–14.  
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suspicions lines will increase. Healthy lines show the most significant 
increase of the square residuals in comparison to the faulty lines. Thus, 
the detection of the faulty line can be quickly realized by magnitude 
comparison during the first three steps after the area detection. In this 
case, the fault is located at 63% of line 4–14 by using (11). The fault 
detection error is equal to 2% and only positive sequence is required. 
Thus, the computation memory in this stage is reduced by half compared 
to the proposed method in [12, 17]. 
4.2. Average detection times 
The method is tested for 756 cases comprising three different lines, 
4–14, 26–28, and 21–22; three fault distances 10%, 65%, and 90%; 
eleven fault types: AG, BG, CG, ABG, BCG, CAG, ABCG, AB, BC, CA, and 
ABC; three inception angles 0◦, 45◦ and 90◦; and apart from bolted 
faults, four fault resistances 0.1 Ω, 10 Ω, 50 Ω, and 75 Ω. 
The average detection times are summarized in Table IV. All the 
times take zero as the fault inception. The fault detection, line detection, 
and distance detection comply with the PMU reporting times. 
Because the simulation is done in a lab environment, the latency 
between the PMUs and the external software is negligible. The average 
accuracy in the distance fault detection is up to 97%. 
4.3. Effect of high load switching 
During peak load conditions, it is possible that the bus voltage drops 
significantly. Hence it can be erroneously seen by the protection 
schemes as a fault. Some backup schemes, especially those based on 
impedances, may trip the circuit. This is known as a relay trip on load 
encroachment. This can be considered as nuisance tripping, and it may 
even initiate cascading outages, leading to blackouts. 
In order to prevent a false trip during switching of heavy loads, the 
proposed method uses a load-limit based on the average value of the 
minimum and maximum sum of the squared residuals. As explained in 
the flowchart of Fig. 1, the algorithm may activate stage 1 and enter in 
the second stage. On the contrary to a fault case, the sum of squared 
residuals (11) by transmission line does not show a noticeably small 
value. Thus the average value does not exceed the load limit. For the 
system study (see Fig. 6), the limit is fixed at 2 × 104 and is obtained by 
the following expression: 











The studied fault case presented in Fig. 10(b) shows that the average 
value surpasses the load-limit after a fault occurrence. 
To test the load-limit, three different cases are simulated. In these 
cases, the load value of buses 15, 18, and 21 are triplicate and switched 
on to the system. As it can be seen in Fig. 11, the load-limit is surpassed 
for none of the cases. Thus, the method does not produce a trip signal. 
4.4. Stable power swing cases 
A stable PS case is simulated to test the performance of the PS 
blocking. In the IEEE 39 bus network, generators G9 and G3 are inten-
tionally disconnected at the same time. This contingency gives rise to a 
stable PS for more than 10 s. The secondary voltage waveform is shown 
in Fig. 12(a) for a duration of 0.8 s (from 3.2 s to 4 s). Fig. 12(b) shows a 
zoomed-in view of the secondary current phasor increase. It can be seen 
that the ∆I is more than 5% of the steady-state current phasor and 
Fig. 8. Faulty phase detection during am AB fault at 65% of line 4–14.  
Fig. 9. Directional angles during a LL fault at 65% of line 4–14, in dashed lines 
the reverse and forward direction limits. 
Fig. 10. Area 4, lines square residuals during an AB fault at 65% of line 4–14, 
(a) sum of squared residuals in all the suspected lines and (b) average between 
the lines maximum and minimum sum of square residuals. 
Table IV 











0.0042 0.0043 0.0045 0.0046 0.0172 0.025  
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gradually increases for more than three cycles. Thus, the swing phe-
nomenon is detected by the PS module and triggers a blocking action to 
the second stage. 
4.5. Comparison with existing backup protection schemes based on PMU 
data 
The proposed method is compared with existing backup protection 
schemes that utilize synchrophasors data. The advantage of the method 
is that it can identify the faulted line by an arbitrary PMU location which 
so far was not possible in [5]. Also, the faulty phase is identified, and 
hence three poles or single-pole trip is allowed. The faulted lines are 
identified correctly within several milliseconds (in an average of 0.025 s 
using a reporting rate of 240 frames/s). The data protocol between 
stages can be mixed, simplifying the use of data from other intelligent 
devices. A brief comparison summary of the main characteristics of the 
schemes is shown in Table V. 
5. Conclusions 
This paper presents a method for backup protection in transmission 
systems using PMU data. The method detects the faulty line and phase 
and determines the fault direction and fault location. Hence, the pre-
sented method comprises three stages: faulty area location, faulty line 
location, and distance determination. 
In the first stage, the proposed method combines different techniques 
already used in protection systems. However, those techniques are 
modified to work with voltage phasor data and have been optimized to 
decrease the computational burden. In the first module, the delta tech-
nique is modified to be applied to the phasor voltage drop. In the second 
module, the faulty phase selection is purely based on phasor voltage 
values. As a third module, the directionality is determined by making 
use of zero and negative sequence values in combination with the pos-
itive voltage polarization. In parallel, a module for power swing detec-
tion and blocking runs. The method uses the delta current phasors to 
determine a powers swing within three cycles. For the study case, power 
swings are detected in 0.048 s. After the detection, a blocking command 
is sent to the second stage preventing a false trip. 
In the second stage, a reduced least-square method is applied to 
locate the faulted line by using the sum of the squares of the residuals. 
Only positive-sequence voltages and currents are required and hence the 
computational burden decreases in comparison to the method reported 
in [17]. At the end of this stage, the user already knows the faulted line, 
the faulty phase and the fault direction. In the third stage, the method 
computes the fault distance with an average accuracy of up to 97%. 
The method has been successfully implemented in a real-time envi-
ronment using SiL. The execution times depend on the size of each area. 
However, in this work, the reported average execution times are 
compatible with primary backup protection times. The method is not 
restricted to PMU data, as other IEDs data can also be used, as long as the 
data timestamp is synchronized to a common time reference. The 
method can potentially be used with different data protocols, one per 
stage. Also, it may detect more than one fault simultaneously in a 
different area. 
The fault detection module is quite sensitive. It could be potentially 
used for high impedance faults and other events, which classical pro-
tection schemes cannot detect. For phenomena such as power swings, 
the proposed method prevents a false protection operation. The power 
swing aspect will be a challenging case. Power sings and high impedance 
fault events are beyond the scope of the paper and can be a topic for 
future research. 
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